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TV

S

F

B

J

LC

#

M

INFORMATION TECHNOLOGY

TELEPHONE/DATA OUTLET

CATV OUTLET, MOUNTED 18" AFF U.N.O.

DATA OUTLET

M

WIRELESS ACCESS POINT

SINGLE DATA PORT, U.N.O.

    IDENTIFIES NUMBER OF

TELEPHONE OUTLET

*

FOR MEDICAL USE

P

WIRELESS ACCESS POINT

FOR PUBLIC USE

*

SINGLE TELEPHONE PORT U.N.O

  DATA / TELEPHONE PORTS

  EXAMPLE: 3D/3T = 3 DATA / 3 TEL PORTS

W = WALL PHONE MOUNTED AT 48" AFF

MOUNTED AT 18" AFF U.N.O.

COORDINATE FINAL LOCATION WITH ARCHITECT

MOUNTING AFF TO BOX CENTERLINE

SLASH OVER SYMBOL INDICATED

SPECIAL MOUNTING HEIGHT AS NOTED+X"

LIGHTING

EXIT SIGN ,ALIGN TOP OF FIXTURE WITH TOP OF

DOOR FRAME, ARROW INDICATES DIRECTION.

RECESSED DOWNLIGHT,  DIRECTIONAL

ARROW HEAD INDICATES PRIMARY LUMEN

ORIENTATION IF  APPLICABLE

WALL LUMINAIRE

PENDANT / SUSPENDED / SURFACE

LINEAR FLUORESCENT LUMINAIRE

2 X 4 TROFFER

EMERGENCY EGRESS LIGHT, BATTERY OPERATED

15A/20A LIGHT SWITCH, MOUNTED 48" AFF

OCCUPANCY SENSOR

1 X 4 TROFFER, DIRECTIONAL ARROW

INDICATES PRIMARY LUMEN ORIENTATION IF

APPLICABLE

X

X

X

X

X

X

X

BOLLARD

X

LUMINAIRE

*

2P 2 POLE TOGGLE SWITCH

3 3 WAY TOGGLE SWITCH

4 4WAY TOGGLE SWITCH

D DIMMER SWITCH

K KEY OPERATED

M MOTOR PROTECTION DEVICE

OS OCCUPANCY SENSOR

P PILOT LIGHT

T INTEGRAL TIME

VS VACANCY SENSOR

COORDINATE FINAL LOCATION WITH ARCHITECT

MOUNTING AFF TO BOX CENTERLINE

OS

X:   EQUIPMENT ID. (TYPICAL)

LIGHT FIXTURE, FILL INDICATES

EMERGENCY (TYPICAL)

X

EXIT SIGN CEILING MOUNTED , ARROW INDICATES

DIRECTION.

LIGHTING DESIGNATIONS:

NL- NIGHTLIGHT

LCP- LIGHTING CONTROL PANEL

X

X

POLE LIGHT FIXTURE

X

M

A,1,3,5

PANEL AND CIRCUITS; PANEL A, CIRCUITS 1,3,5

PROTECTION

MANUAL STARTER W/OVERLOAD

TELEPHONE TERMINAL CABINET

PANEL BOARD - SURFACE MOUNTED, NEW

JUNCTION BOX

MAGNETIC MOTOR STARTER

COMBINATION MOTOR STARTER

BREAKER DISCONNECT SWITCH

FUSED DISCONNECT SWITCH

NON FUSED DISCONNECT SWITCH

TRANSFORMER

DUPLEX RECEPTACLE, MOUNTED AT 18" TO CENTER U.N.O.

DOUBLE DUPLEX RECEPTACLE, MOUNTED AT 18" TO CENTER U.N.O.

POWER PLAN

FLOOR DUPLEX RECEPTACLE

SPECIAL PURPOSE OUTLET, MOUNTED AT 18" TO CENTER U.N.O.

ELECTRICAL EQUIPMENT

WORKING CLEARANCE ABOUT

GROUND BAR

X: OUTLET NUMBER

REFER TO OUTLET SCHEDULE

X

LIGHTING CONTACTOR

T

COORDINATE FINAL LOCATION WITH ARCHITECT

MOUNTING AFF TO BOX CENTERLINE

DUPLEX RECEPTACLE, CRITICAL POWER, MOUNTED AT 18" TO CENTER U.N.O.

RECEPTACLE DESIGNATIONS

GFI GROUND FAULT INTERRUPTING

TP or TR TAMPER RESISTANT

WP WEATHERPROOF WITH GROUNT FAULT INTERRUPTING

IG ISOLATED GROUND - NOT USED THIS PROJECT

    +X" SLASH OVER SYMBOL INDICATED SPECIFIED MOUNTING HEIGHT AS

      NOTED IN ARCHITECTURAL ELEVATION

PANEL BOARD - SURFACE MOUNTED, EXISTING

VARIABLE FREQUENCY DRIVE (VFD)

 P

PUSH PLATE WALL SWITCH

#

EQ

#

EQUIPMENT DESIGNATION.  TOP DESIGNATES EQUIPMENT ABBREVIATION.

BOTTOM DESIGNATES EQUIPMENT NUMBER.

REVISION NUMBER DESIGNATION

DETAILS AND SECTIONS DESIGNATION

NOTE DESIGNATION

BOTTOM DESIGNATES ON WHICH SHEET SECTION APPEARS

SECTION REFERENCE.  TOP DESIGNATES SECTION NUMBER

SHEET SYMBOLS

###

#

#

NURSE CALL SYSTEM
COORDINATE FINAL LOCATION WITH ARCHITECT

MOUNTING AFF TO BOX CENTERLINE

MOUNTING HEIGHT  SCHEDULE:

NURSE CALL STATION (SHOWER & TOILET) 44IN

NURSE CALL DOME LIGHT 2IN ABOVE DOOR FRAME

NURSE CALL ROOM STATION 44IN

NURSE CALL STAFF CONSOLE 54IN

NURSE CALL BED CONNECTOR 18IN

NURSE CALL ROOM CONTROL BOARD ABOVE CEILING

ADA DOOR ACTUATOR 44IN

N NURSE CALL DOMELIGHT

D = COORIDOR DOME LIGHT

I = AUXILIARY INTERSECTIONAL DOME LIGHT

N

NURSE CALL STATION

1 = SINGLE PATIENT STATION

A = AUXILIARY JACK

AN = ANNUNCIATOR

D = DUTY STATION

E = EMERGENCY SHOWER, TUB, OR TOILET LOCATION

T = TELEVISION CHANNEL INTERFACE

P = PUSH FOR HELP STATION

S = STAFF TERMINAL

NCS

NURSE CALL MASTER STATION

NCT

NURSE CALL TERMINAL

AUTOMATIC TRANSFER SWITCH

GROUNDED "Y" SYSTEM

SWITCH - ONE LINE DIAGRAM

MOLDED CASE CIRCUIT BREAKER

METER WITH CURRENT TRANSFORMER

FUSE

TRANSFORMER

ONE-LINE DIAGRAMS

GROUND ROD

TRANSIENT VOLTAGE SURGE SUPRESSION

TV

SS

ACCESS CONTROLS & SECURITY

ABBREVIATIONS

PANEL NOMENCLATURE LEGEND:

TYPICAL PANEL DESCRIPTION - OTHER THAN EDH PANELS

E (1) - EMERGENCY SUPPLY; FOR NORMAL SUPPLY "E" IS DROPPED

U (2) - "L" = LIGHTING; "U" = UTILITY; "P" = POWER; "D" = DISTRIBUTION

L (3) - "H" = 277/480V; "L" = 120/208V

LS (4) - "LS" = LIFE SAFETY; "CR" = CRITICAL; "Q" = EQUIPMENT

22 (5) - PANEL LOCATION BY FLOOR AND AREA (I.E. 2ND FLOOR "A" WING NORTH)

1 (6) - MULTIPLE PANEL NAME IDENTIFIER

TYPICAL EDH PANEL DESCRIPTION

E (1) - EMERGENCY SUPPLY; FOR NORMAL SUPPLY "E" IS DROPPED

U (2) - "L" = LIGHTING; "U" = UTILITY; "P" = POWER; "D" = DISTRIBUTION

L (3) - "H" = 277/480V; "L" = 120/208V

1 (7) - FEEDING SWITCHBOARD NUMBER

2 (8) - CIRCUIT FROM FEEDING SWITCHBOARD

LS (4) - "LS" = LIFE SAFETY; "CR" = CRITICAL; "Q" = EQUIPMENT

1 (9) - ORIGINAL EDH NUMBER IDENTIFIER

WIRE COLOR CODING NOTE:

UNLESS NOTED OTHERWISE, CABLING SHALL BE COLORED AS

FOLLOWS:

208/120V POWER

A-PHASE = BLACK

B-PHASE = RED

C-PHASE = BLUE

NEUTRAL = WHITE

GROUND = GREEN

480/277V POWER

A-PHASE = BROWN

B-PHASE

= ORANGE
C-PHASE

= YELLOW

NEUTURAL
= GRAY OR WHITE WITH OTHER THAN GREEN TRACER

GROUND = GREEN

FIRE ALARM CABLING = RED

DATA CABLING REAL TIME (CAT5E): PURPLE JACKET

DATA CABLING REAL DATA (CAT5E): WHITE JACKET

VOICE CABLING (CAT5E): BLUE JACKET

SECURITY CABLING: YELLOW JACKET

CONTRACTOR SHALL BE RESPONSBILE FOR ALL WORK SHOWN ON THESE PLANS, UNLESS

OTHERWISE NOTES.

THE COMPLETE INSTALLATION SHALL BE IN ACCORDANCE WITH THE VA REGULATIONS.

ELECTRICAL CONTRACTOR SHALL COORDINATE ELECTRICAL WORK WITH OTHER CONTRACTORS

AND ARCHITECT DURING ROUGH-IN.

CONCEAL ALL CONDUIT IN WALL, PARTITIONS AND ABOVE CEILING. UNLESS OTHERWISE INDICATED

ON THE PLANS OR IN THE SPECIFICATINS. CONDUIT IN MECHANICAL ROOMS, AND STROAGE ROOMS

WITHOUT CEILING MAY BE EXPOSED ON BULDING STUCTURE.

ALL ELECTRICAL AND SYSTEMS RELOCAION AND SHUT-DOWNS THAT WILL INTERRUPT SERVICE TO

OCCUPIED AREAS BEYOND THE LIMITS OF CONSTRUCTION SHALL BE COMPLETED START TO FINISH

IN IMMEDIATE SUCCESSION TO LIMIT UN-OCCUPANCY. WORK IN NON-PATIENT AREAS SHALL START

AFTER NORMAL BUSINESS HOURS TO MINIMIZE DISRUPTIONS. COORDINATE SHUT-DOWN TIME WITH

COTR. NOTIFY COTR (2) WEEKS IN ADVANCE OF ALL UTILITY INTERRUPTIONS.

CONTRACTOR SHALL X-RAY SCAN THE FLOOR AT ALL FLOOR PENETRATION LOCATIONS TO VERIFY

THERE IS NO OBSTRUCTIONS PRIOR TO MAKING ANY PENETRATIONS.

CONTRACTOR IS TO FIRE STOP AND SEAL ALL FLOOR AND WALL PENETRATIONS AT THE END OF

EACH WORK SHIFT. IF FIRE STOPPING CANNOT BE PERFORMED AT THE END OF THE WORK SHIFT;

THE HOLE NEEDS TO BE STUFFED WITH MINERAL WOOL INSULATION, TAGGED WITH AN ORANGE

ILSM TAG INDICATING PROJECT NAME, PRIME CONTRACTOR NAME AND PHONE NUMBER,

CONTRACTOR PERFORMING CORING, DATA HOLE IS MADE, AND DATE HOLE WILL BE FIRE STOPPED

(MAXIMUM OF 30 DAYS LATER).

IN THE CASE OF CONFLICTS OR DISCREPANCIES WITHIN OR AMONG THE CONTRACT DOCUMENTS,

THE BETTER QUALITY, MORE STRINGENT REQUIREMENTS OR GREATER QUALITY OF WORK, AS

DETERMINED BY THE GOVERMENT, SHALL BE PROVIDED.

GENERAL NOTES

1.

2.

3.

4.

5.

6.

7.

8.

WIRELESS ACCESS POINT (CAT5E): GRAY JACKET

2 2 WAY TOGGLE SWITCH

CEILING MOUNTED DUPLEX RECEPTACLE

OTHER SYMBOLS SUCH AS PRT (PRINTER) OR MON (MONITOR) INDICATE

SPECIFIC EQUIPMENT SERVED BY RECEPTACLE.  COORDINATE LOCATION 

AND MOUNTING HEIGHT WITH ARCHITECTURAL DRAWINGS.

DOUBLE DUPLEX RECEPTACLE, CRITICAL POWER, MOUNTED AT 18" TO CENTER U.N.O.

CAMERA OUTLET

SINGLE DATA PORT, U.N.O.

C

THE RISER DIAGRAM, FLOOR PLANS, AND DATABASE OF ELECTRICAL PANELS, LOCATIONS, AND

FEEDS ARE COMPILED FROM DOCUMENTATION PROVIDED BY THE VA.

9.

FIELD SURVEY WAS COMPLETED TO VERIFY ONLY THE EXISTING CONDITIONS THAT COULD NOT

BE OBTAINED THROUGH DOCUMENTATION PROVIDED FROM THE VA AND TO VERIFY INFORMATION

PROVIDED BY THE VA.

10.

USE OF THIS INFORMATION SHALL REQUIRE FIELD VERIFICATION PRIOR TO APPLICATION TO ANY

WORK.

11.

SPEAKER - CEILING MOUNTEDS

CLOCK - WALL MOUNTEDC

DOOR OPERATED PUSH PLATEP

CARD READERCR

CLOSED CIRCUIT TELEVIONS CAMERA (CCTV)

CLOSED CIRCUIT TELEVISION MONITOR (CCTVM)M

MOTION SENSOR - INFRAREDMI

VIDEO RECORDERVR

DOOR CONTACTDC

ELECTROMAGNETIC LOCKEL

ELECTRONIC STRIKEES

REQUEST FOR EXIT - MOTIONRM

RP REQUEST FOR EXIT - PUSH BUTTON

DURESS ALARM BUTTON - WALL MOUNTP

A AMPERES
AF AMPERE FRAME
AFF ABOVE FINISHED FLOOR
AMP AMPERES
AT AMPERES TRIP
AV AUDIO VISUAL
AWG AMERICAN WIRE GUAGE
C CONDUIT
CONN CONNECTION
EC ELECTRICAL CONTRACTOR
GEN GENERATOR
GFCI GROUND FAULT CIRCUIT INTERRUPTER
GFI GROUND FAULT INTERRUPTER
GND GROUND
IMT INTERMEDIATE METALLIC CONDUIT
MFRS MANUFACTURER'S
NEC NATIONAL ELECTRICAL CODE
NTS NOT TO SCALE
P POLE
PH PHASE
PNLBD PANEL BOARD
RM ROOM
UON UNLESS OTHERWISE NOTED
UNO UNLESS NOTED OTHERWISE
VA VETERANS ADMINISTRATION
VFD VARIABLE FREQUENCY DRIVE
W/ WITH
W WIRE
XFMR TRANSFORMER
Y WYE
ATS AUTOMATIC TRANSFER SWITCH
EMT ELECTRICAL METALLIC TUBING
EXT EXISTING
KAIC KILO-AMPERES INTERRUPTING CAPACITY
KVA KILOVOLT-AMPERES
MC MECHANICAL CONTRACTOR

M MOTOR
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1. ALL DEVICES SHOWN MAY NOT APPLY TO ALL

THE DEVICES INDICATED ARE TYPICAL DEVICES

REQUIRING WORK BY THIS ELECTRICAL CONTRACTOR.

THE EC SHALL REFERENCE THE ARCHITECTURAL DOOR

HARDWARE SCHEDULE AND SPECIFICATION FOR ALL

EQUIPMENT ASSOCIATED WITH EACH DOOR HARDWARE

GROUP.

2. ASSUME A SINGLE GANG JUNCTION BOX SHALL BE

FURNISHED BY THE EC FOR EACH DOOR HARDWARE

DEVICE FOR BIDDING.  THE EC SHALL COORDINATE

WITH THE GC AND DOOR HARDWARE VENDOR PRIOR TO

THE START OF DOOR HARDWARE ROUGH-IN WORK.  EC

SHALL PROVIDE JUNCTION BOXES AS DEFINED IN THE

DOOR HARDWARE VENDOR'S WIRING DIAGRAM.

3. EC SHALL PROVIDE THE 120V CIRCUIT, BOXES AND

RACEWAYS FOR EACH TYPICAL DOOR TYPE AS SHOWN

ABOVE.  DOOR HARDWARE EQUIPMENT INSTALLATION

AND WIRING WILL BE BY OTHERS.

4. REFER TO ET100 FOR CARD READER LOCATIONS.

DOUBLE DOOR SINGLE DOOR

DETAIL NOTES

1/2"C.

STRUCTURE

CEILING

1/2"C. 1/2"C. 1/2"C.1/2"C.1/2"C.

STRUCTURE

CEILING

1/2"C. 1/2"C.1/2"C.

RM

EL
EL

CR

DC

CR

DC

ES

DCES

DCDC EL EL

RM

RM

1/2"C.

RM

DC

DOUBLE DOOR

1/2"C.

STRUCTURE

CEILING

1/2"C. 1/2"C.1/2"C.

RM

DC

MI

DC

RM

DC

DC

RP

1/2"C.

RP

MI

1/2"C.

CR

TO ACP TO ACP TO ACP
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LIGHTING FIXTURE SCHEDULE
FIXTURE LAMPS BALLASTS INPUT

WATTS VOLT MOUNT MANUFACTURER & SERIES OPTIONS
SUB

ALLOWED SEE NOTETYPE DESCRIPTION TYPE NO DESCRIPTION WATTS K CRI TYPE NO

A 2X2 RECESSED INDIRECT CENTER
BASKET 2-LAMP F 2 17WT8 17 3500 82 ET 1 32 277 R COOPER LIGHTING 2RDI

SERIES N

C 6 INCH DOWNLIGHT F 1 26W DTT 26 3500 82 ET 1 30 277 R GOTHAM AFLP SERIES SEMI-SPECULAR CLEAR FINISH N

D INDUSTRIAL STRIP FIXTURE F 2 F32T8 32 3500 82 ET 1 61 277 SU LITHONIA EJS Y
E EXTERIOR WALL PACK F 1 3500 82 ET 1 277 W Y
F WINDOW LIGHT BOX LED 110 ET 1 110 277 R Y

NOTE: SEE SPECIFICATION SECTION 26 50 00 AND 26 02 37 FOR ADDITIONAL INFORMATION REGARDING LIGHTING FIXTURE AND INSTALLATION REQUIREMENTS. PROVIDE OPTIONS AND ACCESSORIES REFERENCED BY THE COLUMN TITLED "OPTIONS". MANUFACTURERS AS
 ACCEPTABLE SHALL MEET ALL REQUIREMENTS AND FEATURES INDICATED. ACCEPTABLE MANUFACTURERS MUST MEET THE PHOTOMETRIC PERFORMANCE OF THE LISTED UNIT.

26W DTT 26 30
GENERAL EQUIPMENT SCHEDULE

NO SERVING LOC VOLT/PH HP FLA AMPS WATTS
FED FROM

PANEL CKT BRNCH
PR1,2,3 PRINTER SEE DWGS 120/1 1200 SEE DWGS

SEE DWGS 120/1 1200 SEE DWGSICE ICE MACHINE
SEE DWGS 120/1 1200 SEE DWGSREF1/2 UNDERCABINET REFRIGERATOR

NURSES' STATIONS 120/1 36 SEE DWGS

 
            
 

  
  

  
  

 
  

  
  

  
 

    
  

 
  

  
  

  
 

    
   

 
  

    
  

  
 

  
   

  
  

 
    

  
 

  
  

  
  

 
  

 
  

  
 

  
 

  
  

 
  

 
  

  
 

  
  

  
  

           

MECHANICAL EQUIPMENT SCHEDULE
NO SERVING LOC VOLT/PH HP FLA KW

VOLT
AMPERES

FED FROM OCPD BRANCH WIRING MOTOR CONTROLLER DISCONNECT SWITCH CONNECTION REQUIREMENTS

SEE NOTEPANEL CKT BRNCH TYPE SIZE POLE NO SIZE GND COND FURN BY INST BY WIRE BY LOC OPTIONS FURN BY INST BY WIRE BY LOC OPTIONS NEMA TYPE OPTIONS MTG HEIGHT
AHU-UC AIR HANDLING UNIT MECHANICAL ROOM 480/3 15 21 17460 EUH-CR-13-1 1,3,5 EQ CB 50 3
EF-UC EXHAUST FAN CRAWL SPACE 480/3 2 3.4 2826 7,9,11 EQ CB 15 3

EF-B3050D EXHAUST FAN 7.2 864 CB 15 3
EXHAUST FAN

1/3

1329 CB 15 3
EXHAUST FAN 1188 RECEPTION 480/3 3/4 1.6 1329 26,28,30 EQ CB 20 1
EXHAUST FAN 1382HC 120/1 1/4 5.8 696 N CB 15 1
EXHAUST FAN 1383 OPEN OFFICE 120/1 1/3 7.2 864 N CB 3

HWP-UC-1 HOT WATER PUMP MECHANICAL ROOM 480/3 3 4.8 3990 13,15,17 EQ CB 15 3
HOT WATER PUMP MECHANICAL ROOM 480/3 3 4.8 3990 19,21,23 EQ CB 15 3

CHP-UC-1 CHILLED WATER PUMP MECHANICAL ROOM 480/3 2,4,6 EQ CB 15 3
CHP-UC-2 CHILLED WATER PUMP MECHANICAL ROOM 480/3 8,10,12 EQ CB 15 3

UH-B3050F-1 HOT WATER UNIT HEATER 120/1 1/4 5.8 696 25 N CB 15 1
HOT WATER UNIT HEATER 120/1 27 N CB 15 1
HOT WATER UNIT HEATER 120/1 29 N CB 15 1

ACCU-ERCT-1

1,2

CH-ERCT-1

1

RCP-UP
CP-UC-1

CHILLER
RECIRCULATION PUMP
CONDENSTATE PUMP

MECHANICAL ROOM
MECHANICAL ROOM

120/1
120/1 1/3

CB
CB

AIR COOLED CONDENSING UNIT SEE PLANS
SEE PLANS

480/3

1/40 33 15
15

1
1864

MFR EC
EC
EC
EC
EC
EC
EC

EC
EC
EC
EC
EC
EC
EC

EC
EC
EC
EC

EC
EC
EC
EC
EC
EC
EC
EC
EC
EC
EC
EC
EC
EC

EC OU
NU
NU
NU
NU
NU
NU
OU
NU
NU
NU
NU
NU
NU
NU

VFD
VFD

MAG
VFD
VFD
VFD
VFD

MAG
MAG
MAG

MC
MC
MC
MC
MC
MC
MC

EC
EC
EC
EC
EC
EC
EC
EC
EC
EC
EC
EC
EC
EC
EC

EC
EC
EC
EC
EC
EC
EC
EC
EC
EC
EC
EC
EC
EC

EC OU
NU
NU
NU
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